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1. ALL PIPING LOCATED IN THE UNHEATED CRAWL SPACE
SHALL BE INSULATED.
2 ALL P- TRAPS IN THE UNHEATED CRAWL SPACE SHALL BE
INSULATED AND HEAT TRACED.
3. ALL EXPOSED WATER PIPING IN UNHEATED CRAWLSPACE

SHALL BE INSULATED AND HEAT TRACED.

4. ALL DRAIN PIPING TO BE SLOPED AT 1/4" PER FOOT
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